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NOTES:

9. SEE DRAWING 061607 FOR INSTALLATION OF GROMMETS.  

8. SECURE DRAINAGE PIPES TO CABINET USING WIRE TIE 108046-02-000, AND SCREW 000G67-10-12U AT INTERVALS OF NOT
   OF NOT MORE THAN 4 FEET APART.

7  SECURE VENT PIPE TO TANK WITH CLAMP 062401-02-000.

6  VENT PIPE MUST PROJECT 51 MIN AND 64 MAX ABOVE ROOF FOR PROPER FIT AND FUNCTION. ADD S-1 
   (116666-01-CHT SEAL-VENT PIPE) AROUND PIPE ON ROOF BEFORE VENT CAP IS INSTALLED.

5. SEAL AROUND SHOWER WITH SILICONE.

4  USE SMOOTH PLUMBERS PUTTY 167459-01-000 TO SEAL STRAINER (0.2 PER STRAINER).

3. ALL PIPE AND FITTINGS TO BE ASSEMBLED WITH SOLVENT 004020-01-000 (USA), 004020-02-000 (CAN)

2. SLOPE OF TRAP ARM MUST BE 6 PER 305 mm.

1. SLOPE OF HORIZONTAL PIPING TO BE MINIMUM OF 3 PER 305 mm.
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VIEW A

1
435

1
1950

SINK
000026369 / 315733-01-CHT
SEAL
091255-02-000 (A/R)
STRAINER ASM
106116-01-CHT

E-6

1
100

CP-2

1
200

T-1

VM-2

1
1950

P-1

SECTION F-F
DETAIL C

(SHOWN W/OUT CABINETS AND FLOOR)

C-3

F-3

G-2

2
125

TOILET
160815-01-CHT
(HAND FLUSH W/O SPRAYER)
SCREW
087721-01-000 (6)

G-1

1
55

VIEW D

P-1

E-1

T-1

1
40

SINK-GALLEY,DBL
184806-01-CHT
STRAINER
092303-01-000 (2)
ANGLE
140002-01-CHT (10)
SEAL (A/R)

1
250

DETAIL B
(SHOWN W/OUT CABINETS, SHOWER, AND FLOOR)

1
55

TRAP-WATERLESS
165406-01-000

G-1

SHOWER INSTL-ENCLOSURE
166788-14-000
WASHER-RUBBER
127440-02-CHT
SEALER
185989-01-CHT
STRAINER
066440-01-000
ADAPTER-ANGLE
165406-02-000

G-1

E-5

C-3

E-2

1
55

1
80E-2

1
710

G-1

1
75

1
55

C-3

DETAIL E
(SHOWN W/OUT CABINETS AND FLOOR)

1
490

E-5

G-1

C-3

1
55

E-1

DETAIL C

DETAIL B

CP-2

150

540

4

DETAIL E

VM-2

A-15

C-3
1

55

4
152

7

6

A-15

6

A-15

7

1
400

C-3
C-3

1
400

W-3
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BRACKET-HOLDING TANK
126796-05-CHT

2
85

V-11

TANK ASM-HOLDING,53 GAL
181728-02-000

N-3

INSULATION-DRAINAGE COMPT
120050-55-000 (2)

BRACKET-ANGLE,W/HOLES
094756-02-CHT (4)

PLATFORM-HOLDING TANK
126714-31-000

BRACKET-ANGLE,W/HOLES
094756-02-CHT (2)

PLATFORM-HOLDING TANK
126714-17-000

FOAM-SUPPORT
126714-55-000

E-13

N-3

2
110

2
210

TANK-HOLDING
000121275 / 322989-01-000

FOAM-SUPPORT
130223-13-000

3696

DATUM

E-11

1222

601

697

1612

3595

VEHICLE

FRONT
AXLE

C-5
C-5

H-1
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